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October 21st, 2024

Catholic Charities
594 N. 7th St.
Newark, NJ 07107 2nd Fl

Re: Lead and Copper in Drinking Water Sampling
594 N. 7th St. Newark, NJ 07107 2nd FI

Dear Client:

Environmental Testing Services, LLC. provided water testing for lead and copper on
October 21st, 2024.

Based on the findings of the testing, all the samples tested for copper and lead passed
the exam.

Please see report below for sample results.
Sample analysis results and the chain of custody are attached to this report.
If you should have any questions, please feel free to contact us at (856) 432-4468

Sincerely,

NatA-

Matthew Stefkovic,
Risk Assessor




Water Samples and Action Levels

The client was instructed by the inspector prior to the inspection to not to use any water
source for at least six (6) hours before the inspection. The water samples were collected
in 250 ml bottles. The samples were then transported to EMSL Analytical, Inc., a New
Jersey Department of Environmental Protection (NJ DEP) certified laboratory for the
analysis of the drinking water.

The Action Levels that are determined from the EPA: “The concentration of lead or
copper in tap water which determines whether a system may be required to install
corrosion control treatment, collect water quality parameter samples, collect source
water samples, replace lead service lines, and/or deliver public education about lead.
The action level for lead is 0.015 mg/L or 15 ppb. The action level for copper is 1.3 mg/L
or 1300 ppb.” For water, 1 ppm = approximately 1 mg/L (also written as mg/l) of
contaminant in water, and 1 ppb = 1 ug/L (also written as ug/l). A measurement of 6
mg/L is the same as 6 ppm or 6,000 ppb, which is equal to 6,000 ug/L.

The results from the lab are given in ug/L.

Results of the sampling found that all the locations tested fell below the thresholds of
15 ppb or 15 ug/L. for lead and 1300 PPM or 1300 ug/L for copper.

Al GIRLS SINK 1 <2.0 20.1
A2 GIRLS SINK 3 <2.0 78.2
A3 BOYS SINK 3 <2.0 72.0
A4 BOYS SINK 2 <2.0 73.6
A5 STAFF RM SINK 7.7 200.4




Lab Results

30105 Boverly Road

ﬁ Romulus, MI 48174
‘ Ph: 734-629-8161; Fax; 734-629-8431

Certificate of Analysis: Lead In Drinking Water by EPA Method 200.5

Client:  Environmental Testing Services AAT Projact :
810 Wills Ave. Sampling Date :
Deptiord, NJ 08086 Date Recelved :
Aftn : Mike Stefkovic Email : lead@ets-enviro.com Date Analyzed :
Phone: 215-432-4468 Fax: Date Reported :
CHent Project : ETS WATER SAMPLE Collected By: WSSN :

Praject Location : 594 N 7TH ST NEWARK NJ 07107 2ND FL

1082342

1072112024
10/22/2024
10/23/2024
1012372024

NP

Sample ID Cliont Code Sample L Purp @ 'l'lm: R:’;L'?p::‘;d R‘E;:,"g Tm:;w
9848360 A1 GIRLS SINK 1 NA <2.0 20 Below
9848361 A2 GIRLS SINK 3 NA <2.0 20 Below
9348362 A3 BOYS SINK 3 NA <2.0 20 Below
0848363 A4 BOYS 8INK 2 NA <2.0 2.0 Below
9848364 A5 STAFF RM SINK NA 7.7 2.0 Below

Analysi Signature

Zachary St John

ND = Not Detacted, NVA = Not Availsbie, NP = Nat Providad, RL = Raporiing Limit, The Analylical Reporiing Limil for Pbis: 2 pgA. (ppb) and for Cuis 2.5
oA (pPbY

For true values assiens (2) sigreBoant figures. AAT maemat SOP S230. The mathod and batch QC are acceptable uniess oiherwine stated.

EPA Reguiaiory Limita; 15 piL for Pb and 1300 pgAL for Cu

The taboratory operalss in accond with NELAC guidelines and hokds accredietion under the NY Stete DOH ELAP progrem. These resudts are submitted
pUISUBN 10 AAT, LLC cument tarma and ennditions of sake, inclutding tha company's standand werrarty and Kritabon of Esbidy prowsions Analytical
Tesults relsie 1o the samplas as recaiiad by the (ab. AAT will nol assurns any Esbiity or responstbility for the msrwer in which the rescits ane usad or
intarpretad. Al Quality cantrol requiramants for the saraples this seport contains have baen mel. Sample dats apply only 1o items analyzed
Reproduction of this document other than in is entrety is nat suthorizod by AAT, LLC. Sampies ave stored for 15 days following report date

NY State DOH ELAP - Lab 1D # 11864, Michigan State Lab # 9996
Date Printed: 10/23/2024 AAT Project: 1082342
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30105 Baverly Road
Romulus, M 43174
Ph: 734-629-8161; Fax: 734-629-8431

Certificate of Analysis: Copper In Drinking Water by EPA Method 200.5

Client:  Environmental Testing Services AAT Project : 1082342
619 Wills Ave. Sampling Data ; 10/21/2024
Deptiord, N.I 08096 Date Received : 10/22/2024
Attn : Mike Stefkovic Email : lead@ets-enviro.com Date Analyzed : 10/23/2024
Phone: 2154324468 Fax: Date Reported : 10/23/2024
Cliont Project : ETS WATER SAMPLE Coliected By : WSSN: NP

Project Location: 594 N 7TH ST NEWARK NJ 07107 2ND FL

Rasults Copper Cu Threshold

Lab Sampte ID Client Code Sample Description Purposs Collection Time gL (ppb)
8848360 Al GIRLS SINK 1 NA 201 Below
9848361 A2 GIRLS SINK 3 NA 782 Below
9848362 A3 BOYS SINK 3 NA 720 Below
9848383 A4 BOYS SINK 2 NA 736 Below
9848364 AS STAFF RM SINK NA 2004 Below

Analyst Signature P 4

4 L

Zachary St John

ND = Not Detacted, N/A = Not Avakabie. NP = Not Provided. RL = Reperting Limit. The Anatytical Reporing Limit r Pb ia: 2 . (ppb) and for Cu it 2.5
AL (ppB).

For frus valuss sseume (2) significant figures. AAT infemal SOP $230. T method and bisich QC are acceptabla ks otherwisa sialed.

EPA Regulatory Limks: 16 pg/L for Ph and 1300 . for Cu

The tabocatory operases in acoord with NELAC guideines and hokds acirsdidation Urder the NY Slate DOH ELAP program. Thase sesulls are subritied
pursand to AAT LLC crrant tama snd condiions of sak, includang thar company's siandand warranty end Gmitstion of babisty provisions Anaiytical
resuits

relain to the 3ampies a3 teceived by the Jab. AAT will nol asaume sy fiabisty or responsibily for the manner in which ihe residis are used or

interprotad
Al Guasily = fof tha samples this haws been met. Sarpie dets apply only 10 ems analyzed, Reprodudtion of thia
document athar than in ds antirety it N0t Juhorized by AAT, LLC. Sampies ace 51080 for 15 dayt kobowing repart de.

NY State DOH ELAP - Lab ID # 11884, Michigan State Lab # 0906

Date Printed:  10/23/2024 AAT Project: 1082342
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Chain of Custody Form

Ac cu n ATE SUBMITTING COMPANY CONTACT INFORMATION
ANALYTICAL TESTING LLC Enviranmental —— —
12950 HAGGERTY ROAD Testing Services LLC Office 215-783-7261
BELLEVILLE MICHIGAN 48111 FAX: 1734) 699-8407 419 Wills Ave, Please email results to both emails,
(734) 599-LA3S (5227) www accurate-test com Deptiford, NJ 08096 Email 1. Lead®@els-enviro.com
PO # Email 2. services@ets-enviro.com
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LEAD CERTIFICATIONS
ETS LLC.
STATE OF NJ

] Inspector/Risk Assessol.
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